


by John I%= Ireland, James H. Scott, and Wiiliam R. Stratton 
- . , - - -  

7 he events at Three Mile Island beginning on March 28, 

1 1979 caught everyone by surprise, including the safety 
analysts at the national laboratories. A serious accident 
involving damage to the reactor core was totally unan- 

ticipated. The general confusion during the crisis was evident to 
everyone and the need for better operator training and emergency 
planning has been well publicized. But the attempt by research 
scientists to help during the accident and their subsequent efforts to 
determine what had happened and to help prevent such accidents in 
the future are less well known. 

The accident (Fig. 1) began during attempts to unclog a pipe 
iding from the demineralizer in a secondary loop of the reactor. A 
mbination of malfunctioning valves in the demineralizer and 
~cked valves in a backup safety system stopped the flow of 
:dwater to the steam generators. The turbine tripped automaticallyy 
d the reactor scrammed shortly thereafter. With no heat removal 
-ough the steam generators, the primary system pressure rose. The 
ot-operated relief valve opened to reduce the pressure, andy 
beknownst to the operators, it stuck in the open position and 
nained in that state, undetected, for about 150 minutes. During. 
it time, the resulting loss of coolant and pressure decrease in the 
mary system caused a buildup of steam. Then, when the primary 
mps were turned offy steam separated from the coolant and 
~tinued to build up in the reactor vessel until it surrounded the 
per part of the core. Because slowly moving steam is a poor 
~lant, the core temperature rose and the cladding around the he1 
;an to fail. The loss of coolant was fmally haltedy but the damage 
itinued until about 200 minutes into the accident when the 
ergency cooling p u p s  were turned on at full throttle and 
looded the core. At that time the core was severely damaged, and 
primary system contained large quantities of steam and hydrogen 
t impaired the flow of coolant through the core. The operators 
lized that the core may have been uncovered, and throughout the 
t day they struggled to establish stable conditions. 
rhe seriousness of what had occurred was not generally realized 
il late the next day when a pressure spike on the monitor printout 
n the previous day gave evidence that hydrogen had burned inside 
containment building. Evidently, severe overheating of the core 
I caused the cladding to react with steam and produce large 
mnts of hydrogen, some of which escaped to the containment 
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through the open relief valve. The discovery led to the fiighteningy 
but perhaps unwarranted, concern about a possible hydrogen 
explosion in the reactor vessel. 

At this point the research division of the Nuclear Regulatory 
Commission began calling the national laboratories, including Los 
Alamos. 

The scientists were as unprepared as the immediate participants to 
handle the ongoing crisis. There were no sophisticated computer 

continued on page 78 
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1 B I O C ~  Valve L :d, pressurizer 

Reactor 

\ 
Makeup 

Fig, 1 .  This diagram of the Three Mile Island Nuclear Power 10 s 

Station's Unit 2 reactor system shows one of its two primary (04:00:47) 

coolant loops and all other system components important to 
the accident. The time sequence outlined below includes some 16 s 

system responses that are known only from later analyses. (04 :00:53) 

ELAPSED  TIME^ SYSTEM RESPONSE or OPERATOR ACTION 
2 min 

0 Feedwater pumps trip. Turbine trips automatically. I (04 :02 :37) 

(04:00:3 7) Auxiliary feedwater pumps activate, but valves in this 
line are closed. Primary system pressure increases as 
heat exchange in the steam generator decreases. 

6 s Pilot-operated relief valve on the pressurizer opens to 

(04:00:43) relieve excess pressure. Vented steam flows to the 
drain tank in the containment building. 

4 min 
(04 :04:3 7) 

Reactor scrams automatically because of high pres- 
sure signal, and nuclear heat generation decreases to 
decay heat only. Primary system pressure decreases. 

Pilot-operated relief valve fails to reclose although 
operators receive information to the contrary. 
Coolant escapes through the stuck-open valve to the 
drain tank. 

Pressure falls to point where high-pressure injection 
system activates automatically to compensate for 
coolant loss through the stuck-open valve. 

Pressure-relief valve on drain tank opens. Some 
coolant, which is (as usual) very slightly radioactive, 
escapes from the tank to the containment, collects in 
the sump, and is pumped to storage tanks in the 
auxiliary building. 
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THREE MILE ISLAND and Multiple-Failure Accidents 

Auxiliary building storage tanks overflow. Some 
radioactive materials escape to the environment 
through the building's vent stack. 

COOLING TOWER 

lh, 13 min 
(05:13:37) 

Operators turn off primary pumps in B loop because 
the steam in the system causes them to vibrate 
excessively. 

Operators turn off primary pumps in A loop for the 
same reason. With no forced circulation, steam and 
water separate in the core. Cooled only by steam 
along some portion of their length, the fuel rods begin 
to heat 

2h, 20 min 
(06 :20:3 7) 

Operators close a block valve upateam of the pi- 
lot-operated relief valve. Although this actions halts 
the loss of coolant, it also halts the cooling provided 
by steam escaping from the pressurizer. The fuel rods 
heat more rapidly, and eventually cladding and steam 
react and produce hydrogen. Cladding failure and 
structural damage to the core begin to occur. 

2h, 54 rnin 
(06:54:37) 

Operators restart a primary pump but turn it off after 
19 minutes because it is not running properly. 

Pressurizer block valve is opened and then closed 5 
minutes later: Steam flow out the block valve pro- 
vides some core cooling. 

Operators increase high-pressure injection flow for a 
few minutes. This action probably covers the core 
with water, but coolant flow is impeded by steam and 
hydrogen in the primary system and by the core's 
altered configuration. To collapse the steam bubbles, 
operators alternately inject water through the 
high-pressure injection line and vent excess pressure 
through the pilot-operated valve. These "feed and 
bleed'' maneuvers are hampered by the noncon- 
densible hydrogen. 

5 rnin 
(04 :05 :37) 

High water level in the pressurizerleads operators to 
throttle high-pressure injection system and drain 
water through the letdown line. After this time, 
emergency coolant flow is insufficient to balance the 
losses through the pilot-operated relief valve and the 
letdown line. 

Primary system pressure falls to point at which the 
coolant beings to boil. 

Operators note a pressure spike on a graph of the 
pressure within the containment building, but do not 
recognize the spike as evidence of a hydrogen bum in 
the containment. 

Operators open closed valves in auxiliary feedwater 
line, but coolant loss, pressure decrease, and steam 
formation continue. Operators are at a loss to 
understand what is going on. 

15h, 50 rnin 
(19:50:37) 

Operators activate a primary pump and achieve 
forced circulation. The system reaches a relatively 
stable condition, but it is not until almost a month 
later that "cold shutdown" is effected. 

8 rnin 
(04 :08 :3 7) 

Drain tank ruptures and more coolant escapes to the 
containment and is pumped to the auxiliary building. 

'The TRAC analysis used the times given here, which h a y  differ from those 
given in other reports of the accident. 
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continued from page 75 

tools to model an accident involving core damage. When Los 
Alamos was asked to estimate the extent of damage to the core and 
the amount of hydrogen that might have been produced, the 
scientists had to resort to hand calculations. They were also asked to 
use TRAC to estimate the amount of water that had been lost from 
the primary system, but without detailed specifications of the Three 
Mile Island plant, computer calculations were no better than rough 
estimates. 

Although Los Alamos scientists and others around the country 
responded with the urgency required by the situation, it is clear that 
their help had little impact on the course of the accident. It was the 
operators and engineers at the site who, through skillful manipulation 
of the cooling systems, reduced the steam and hydrogen bubbles in 
the primary system and brought the reactor into a stable cooling 
mode with no major radiation release.* They and the in-depth safety 
systems must be given, the credit for bringing the accident to a close 
with no injuries to the public. 

It appears that accidents must be managed by people at the site 
who are familiar with the plant and the details of the immediate 
situation. The role of the laboratories is to work on preventive 
measures so that when something does go wrong there is a 
storehouse of knowledge that can guide the management of the 
accident 

TRAC and TMI 

The first job after the Three Mile Island accident was to 
understand what had happened and why. Many Laboratory person- 
nel lent their technical expertise to the investigations that followed,** 
but the most substantial contribution was a detailed calculation of the 
conditions inside the reactor during the early stages of the accident. 
Los Alamos had the only computational tool available to model the 
thermal hydraulics of the accident in a realistic fashion, the 
state-of-the-art systems code known as TRAC. 

Because the current version of TRAC (TRAC-P1A) did not include 
the effects of altered core geometry or of noncondensible gases (such 
as hydrogen), the Laboratory was asked by the President's Com- 
mission on the Accident at Three Mile Island for an analysis covering 
only the initial 3 hours of the accident before substantial core damage 

occurred. Los Alamos was also asked for an estimate of the total 
core damage up to 3.5 hours based on calculated temperatures and 
pressures and for analyses of postulated accident variations to 
determine the impact of operator actions on the course of events. 
This information was submitted to the President's Commission and 
to the Nuclear Regulatory Commission's Special Inquiry Group in 
September 1979. 

The Los Alamos calculations were the first calculations of the 
accident and also the first test of TRAC on a full-scale system. These 
early results have not changed substantially over the last two years 
and agree to a large extent with later independent analyses. 

It is generally agreed that the severity of the Three Mile Island 
accident was due in large part to inappropriate operator actions and 
inadequate emergency operating procedures. For the purpose of 
analysis, however, it may be characterized dispassionately as a 
small-break loss-of-coolant accident with degraded emergency 
coolant injection. 

Analysis of such a transient with TRAC posed only one difficulty. 
TRAC was specifically designed for analysis of design-basis loss-of- 
coolant accidents that last, not several hours, but several minutes. 
For analysis of short-duration transients, a reactor system is divided 
into a large number (about 750) of fairly small computational cells. 
To ensure stability and accuracy of the sophisticated numerical 
methods included in TRAC, small time steps (about 5 milliseconds) 
must accompany small computational cell lengths. But small time 
steps would imply unreasonably long computing times for analysis of 
a 3-hour transient. Therefore, the TRAC analysis of the Three Mile 
accident was based on a model of the Unit 2 reactor (Fig. 2) 
consisting of less than 100 cells.*** It was not certain beforehand 
whether this small number of cells would yield acceptable results. 
However, the model was judged adequate on the basis of a TRAC 
steady-state calculation that produced results in good agreement with 
plant data. These results were used as initial conditions for the 
transient calculation. 

Other input to the transient calculation included a sequence of 
events (initiated by operators or by plant controls) and boundary 
conditions specifying the variation during the transient of reactor 
power, primary pump speed, high-pressure injection flow, steam 
generator feedwater flow, and back pressures on the pilot-operated 
relief valve and the steam generator lines. Because the available plant 

*The Department of Energy Emergency Response Teams made an accurate measurement of the escaped 
fission products on the afternoon of the first day. The total radiation released during the accident resulted 
in an average exposure of l millirem to persons living within 50 miles of the plant and 6.5 millirems to 
persons within 10 miles. The sidebar "Good News about Iodine Releases" discusses some important 
findings about radiation releases during the accident. 
**See sidebar "Los Alamos Assistance to TMI Investigations." 
***Even so, about 15-20 hours on a CDC-7600 computer were required for analysis of the accident and a 
total of about 200 hours for analyses of both the accident and its postulated variations. 
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THREE MILE ISLAND and Muhiple-Fedlure Accidents 

Fig. 2. Schematic o f  the TRAC computing mesh for the two 
primary coolant loops of Three Mile Island Unit 2 reactor. To 
reduce the number of cells, the mesh represents the two cold 
'legs in each loop by a single cold leg. The reactor vessel mesh, 
divided into nine axial levels, ikbides four lumped fuel rods to 
model heat transfer between fuel rods andfluid. (The actual 
core contained 177 fad-rod assemblies, each with 208 fuel 
rods.) Theflow through the pilot-operated relief valve and the 

data were incomplete, reasonable assumptions had to be made for a 
number of variables, including the flow-rate histories for the 
high-pressure injection and letdown systems. (Water is removed from 
the primary system through the letdown system for purification or to 
reduce the primary system pressure or the pressurizer water level.) 

Results of the transient calculation are displayed in the sidebar 
"TRAC Analysis of the Three Mile Island Accident." Calculated 
values for the primary system pressure, primary coolant temperature, 
and pressurikr water level agree well with the available plant data 
and are helpful in reconstructing the course of the accident. 

This good agreement lends high credibility to the TRAC-calculated 
fuel-rod temperatures. These values were important for estimating 
core damage and were not available from plant data because the 
thermocouples for the fuel rods covered only the range of tem- 
peratures expected during normal operation. The calculated fuel-rod 
temperatures indicate that core voiding (the buildup of steam in the 

LOS ALAMOS SCIENCE 

upper part of the pressurizer was cakulated by using very fine 
noding and the fully implicit hydrodynamics option. Known 
system conditions were used as boundary conditions/or the 
once-through steam generators. The high-pressure injection 
and letdown lines were modeled as positive and negative jlow 
boundary conditions, respectively. Neither the accumulators 
nor the action of heaters and sprayers in the pressurizer were 
modeled. 

core) began at about 100 minutes into the accident-when the last of 
the primary pumps were turned off and forced circulation stopped. 

The TRAC-calculated core liquid levels also show that core voiding 
began at this time. In addition, they indicate that only about the 
lower quarter of the core was water-covered at approximately 3 
hours. (As is well known, the absence of instrumentation to measure 
liquid levels in the core was a major factor leading to escalation of 
the accident.) 

The graph of core liquid levels also shows the results of an analysis 
by the Nuclear Safety Analysis Center, an arm of the Electric Power 
Research Institute. Using data from neutron monitors in the 
containment building, this group calculated the level of a steam-water 
mixture. The calculated mixture level is higher than the collapsed 
liquid level from the TRAC analysis, as it should be, and the curves 
exhibit similar trends. The consistency between the two quite 
different analyses gives further confidence in the TRAC results. 

continued on page 84 
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Core Damage Estimates 

Not until the head is lifted from the reactor vessel at Unit 2 will the 
state of the core be known with any certainty. Was the core 
uncovered more than once? Did any of the fuel melt or only the 
cladding? No one knows for sure. 

Present estimates suggest that most of the core damage took place 
during the f ~ s t  uncovering of the core and the subsequent reflood 
and quenching of the fuel rods' that is between 100 and 2 10 minutes 
into the accident. Here we will discuss the Laboratory's damage 
estimates' which were based on TRAC-calculated primary system 
pressures and fuel-rod temperatures up to 180 minutes and on 
extrapolated values thereafter. 

It is expected that the low primary system pressures and elevated 
fuel-rod temperatures during core uncovering caused the Zircaloy 
fuel-rod cladding first to balloon' then to rupture' and fmally to 
oxidize. 

The cladding would balloon' or increase in diameter, because of 
the pressure difference between the gas inside the fuel rods and the 
steam outside. We estimated that the cladding ballooned to the extent 
that neighboring fuel rods came in contact with each other and 
coolant flow was impeded. However' ballooning probably had little 
effect on the time and extent of fuel-rod rupture. 

The next stage of damage' rupture of the cladding' would lead 
directly to release of gaseous fission products to the primary coolant. 
We estimated that cladding in the upper 15 per cent of an average 
fuel rod ruptured at about 153 minutes into the accident. Thereafter' 
fuel-rod temperatures continued to increase' so it is probable that 
almost all the fuel rods eventually ruptured. These estimates are 
consistent with observed increases in radiation levels in the contain- 
ment dome between 153 and 159 minutes and between 193 and 197 
minutes. These estimates agree also with other analyses.* 

Another effect caused by high fuel-rod temperatures is oxidation 
of the cladding by steam' an exothermic reaction that would increase 
the temperatures even more. TRACxalculated cladding temperatures 
indicate that substantial oxidation took place at fractional axial core 
heights from 0.6 to 0.9, or along about 1 meter (3.3 feet) of the upper 
third of the 3.7-meter (12-foot) fuel rods. The maximum amount of 
hydrogen that could have been generated by oxidation of the outer 
surface of the cladding is 130 kilograms (287 pounds), enough to fd 
the reactor vessel's upper head .plus part of the upper plenum. 

The zirconium oxide formed by oxidation is a @=-like substance 
that cracks when subjected to rapid temperature changes. Therefore' 
when the core was reflooded with water at about 200 minutes, the 
rapid temperature change undoubtedly fractured some of the ox- 
idized cladding. Thereafter' exposed hot fuel pellets, which are even 
more brittle than the cladding, probably fragmented also. 

Extrapolated values for fuel-rod temperatures indicate that some 
of the cladding actually melted. This molten material may have been 
retained within the oxide sheath until temperatures reached 2300 
kelvin (3600Â Fahrenheit) and, if so,\it probably dissolved some of 
the uranium dioxide fuel. When the core was reflooded' the molten 
material resolidified as a zirconiu~uranium dioxide eutectic and 
probably formed partial blockages in the afYected fuel-rod assemblies. 

Figure 3 summarizes the Laboratory's estimates of maximum core 
damage for the period ending at 210 minutes. These estimates' along 
with guidelines for examining the damaged core when the reactor 
vessel is fmally opened' were sent in December 1979 to L. E. 
Hochreiter of the 'I'M1 Examination Planning Group 7.2 for the Joint 
DOE/EPRI/NRC/GPU Technical Working Group. 

Analyses of Accident Variations 

The analyses and estimates discussed above deal with the actual 
happenings at Three Mile Island. The President's Commission also 
requested TRAC analyses for postulated variations of the accident to 
determine the impact of various events on the accident's severity.** 
Three variations were analyzed: no delay in auxiliary feedwater 
supply to the steam generators; a longer delay (60 minutes into the 
accident rather than 8 minutes) in auxiliary feedwater supply; and 
full-capacity operation of the high-pressure injection pumps at all 
times after the system pressure reached the setpoint for their 
automatic activation. 

The analyses indicate that the availability or unavailability of the 
auxiliary feedwater supply had little effect on the ultimate course of 
the accident. However' the effect of throttling the high-pressure 
injection pumps was considerable. The analysis indicates that no core 
damage would have occurred with the pumps operating as designed. 
These conclusions are of importance for future considerations of 
reactor design' operation' and instrumentation. 

continued on page 87 

*M. L. Picklesimer, "Bounding Estimates of Damage to Zircaloy Fuel Rod Cladding in the WI-2 Core at 
Three Hours Mter the Start of the Acciaknt, March 28, 1979," Nuclear Regulatory Commission 
memorandum (June 20, 1979) and K. H. Ardron and D. G. Cain, ff3341-2 Accident Core Heat-Up 
Analysis," Nuclear Safety Anabsis Center report NSAC-24 (January 1981). 
**The possible eflmts on the containment of core damage even more severe that that which occurred are 
discussed in the sidebar "What V T h e  Core Melted?'' 
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THREE MILE ISLAND and Mult@Ie-Failure Accidents 

Time (mini 

Fig. 4. --calculated primary system pressure at Zton Unit 
1 during a postulated bss-qf-feedwater accident. 

continued from page 84 

After Three Mile Island 

It is now clear that a combination of several failures, each perhaps 
minor compared to the break of a large pipe, can lead to core damage 
and the possible release of radioactive materials. But if the previous 
focus of reactor safety research is now judged to have been too 

' narrow, the new focus seems at first hopelessly diffuse. Is it necessary 
to analyze all possible multiple-failure accidents at every nuclear 
power plant? 

Fortunately, this modern analogue of cleaning the Augean stables 
has not proved to be necessary. The multitude of possibilities can be 
reduced to a manageable number of accident types, such as 
loss-of-feedwater accidents or failure-to-scram accidents. The Nucle- 
ar Regulatory Commission is funding studies of these accidents types 
through its Severe Accident Sequen* Analysis Program. Partici- 
pants in the program are Los Alamos National Laboratory, Oak 
Ridge National Laboratory, Sandia National Laboratories, and 
Idaho National Engineering Laboratory. The programmatic research 
is divided into two areas covering accident aspects before and after 
core damage, the so-called front and back ends. Research at Los 
Alamos concentrates on the front end. 

Our goal is t o  determine, for each nuclear power plant, what 
accidents can occur, how to diagnose them, and what operator 
actions or engineered safety features may terminate an accident or 
mitigate its consequences. 

We use the technique of fault-tree analysis to enumerate accident 
types. The several hundred to several thousand fault trees presented 
by a particular nuclear power plant are condensed, sometimes with 

the help of a computer program, to a few tens of similar trees. For 
example, failure of the eight emergency diesel generators at Browns 
Ferry are represented by eight separate but similar fault trees, but 
these may be collapsed into one fault tree representing loss of onsite 
emergency power. 

We identify the similar trees as the accident types that must be 
considered at that plant. For example, at one of the plants studied, 
the following accident types are possible. 

o Station blackout-loss of all onsite and offsite power. 
o Interfacing system loss of coolant-loss of coolant through an 

interface between high- and low-pressure systems, such as 
through a ruptured steam generator tube. 

0 Loss of feedwater-loss of all main and auxiliary feedwater to 
steam generators. 

0 Pressurizer valve loss of coolant-loss of coolant due to 
malfunction of one or more of the pressurizer valves. 

o Small-break loss of coolant-a break in the primary system 
that does not lead to rapid loss of coolant or to rapid depres- 
surization. 

o Large-break loss of coolant-a break in the primary system 
that leads to rapid loss of coolant and to rapid depres- 
surization. 

o Loss of residual heat removal-loss of the ability to remove 
decay heat during the transition from hot to cold shutdown. 

0 Failure to scram-failure of the control system to effect halt of 
fission on demand. 

For each identified accident type, we learn how the plant responds 
from TRAC analyses. We first compute the consequences of the 
initiating failure(s) in the absence of operator intervention. Then we 
perform further analyses, including various postulated operator 
actions. These analyses use a computer model of the plant that is 
sufficiently detailed to represent all unique design features and 
emergency safety systems. From the results we hope to answer 
questions such as the following. Does the sequence of system 
responses during the accident present a recognizable signature? 
What system responses are critical to core damage? Can these 
critical responses be slowed or averted? What system components 
are needed to terminate the accident? What information should be 
available to operators for accident diagnosis and management? 

As an example, consider a hypothetical loss-of-feedwater accident 
initiated by a loss of offsite power at Zion Unit 1, a four-loop 
pressurized-water reactor. We assume that the reactor has scrammed 
automatically and that there is no forced circulation because the 
primary pumps have tripped. 

Below, we outline the significant features of this transient in the 
absence of operator intervention. The TRAC-calculated primary 
system pressure history is shown in Fig. 4. 
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0 At 63 minutes, the primary system pressure rises because the 
steam generators have dried out and no longer remove heat 
from the primary coolant. 

0 At about 66 minutes, the relief valve on the pressurizer opens 
and begins to discharge steam. 

o By 80 minutes, water begins to flow through the relief valve 
because the increased temperature in the primary system has 
caused the coolant to expand. The pressure remains fairly 
constant, but the temperature continues to increase. 

o At 96 minutes, the emergency core-cooling system is actuated 
by a containment overpressure signal. 

o At 120 minutes, the coolant in the primary system is saturated. 
The coolant begins to boil, the upper part of the vessel voids, 
the primary system pressure rises, and safety valves on the 
pressurizer open briefly. 

o By about 130 minutes the partially voided core has begun to 
refill; thus, the system is recovering. 

This calculation shows that the automatic safety systems would 
bring the reactor to quasi-stable conditions without any intervention. 
However, actions by the operators can prevent core voiding or 
reduce the severity of the accident. Below we list some conclusions 
based on TRAC analyses regarding successful management of the 
accident. 

1. If, within the first hour, the operators notice a drop in the 
water level of the steam generators and are able to restore at 
least 30 per cent of the auxiliary feedwater supply, no voiding 
will occur in the primary system and the core will be adequately 
cooled. 
2. If auxiliary feedwater cannot be restored, the operators can 
prevent boiling only by initiating the complex sequence of 
manipulations known as feed-and-bleed cooling near the begin- 
ning of the transient. This cooling technique consists of 
alternately injecting emergency coolant with the high-pressure 
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injection system and venting steam through the pressurizer relief 
valve. However, if the containment has been isolated auto- 
matically by an overpressure signal due to vented coolant, use 
of feed-and-bleed cooling is severely restricted because the 
compressed air that operates the relief valve cannot be replen- 
ished. 
3. After the steam generators dry out, the operators will see 
increases in the pressurizer water level and in the primary 
system pressure and temperature. They should respond by 
initiating feed-and-bleed cooling. If the containment is not 
isolated and feed-and-bleed cooling begins between 1 and 2 
hours, some core voiding will occur but the system will recover 
much faster than it would otherwise. 
4. If the primary pumps were not tripped at the start of the 
accident, leaving them running until the emergency core-cooling 
system actuates automatically will prolong the accident slightly 

but will not materially alter its ultimate course. 
This particular accident and all related accidents, such as loss of 

feedwater with stuck-open pressurizer relief valve (the Three Mile 
Island accident) or a loss-of-feedwater with stuck-open atmospheric 
relief valve, have very characteristic signatures that can help the 
operators to diagnose the situation. Not all multiple-failure accidents 
have such characteristic signatures, and in some cases additional 
instrumentation may be needed for proper identification. 

The SASA program is currently focused on accident sequences at 
large two- and four-loop pressurized-water reactors. The emphasis at 
the Laboratory is on plant-specific accident delineation, early 
accident recognition, early accident management, and definition of 
critical times and actions. By improving the operational safety of 
reactors, the severity of multiple-failure accidents, and thus the risk 
to public health, can be reduced. I 
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LOS ALAF "S ASSISTANCE TO 
TH2EE MILE INLAND 1NVESTIGATION:Z 
Sidebar 4: 

os Alamos National Laboratory was a source of con- 
siderable technical assistance to groups investigating the 
Three Mile Island accident. These groups called on Labora- 

tory staff for direct participation in the investigations and for relevant 
information. Providing this assistance was a satisfying experience for 
those involved. Needless to say, the efforts mentioned below were 
supported by those of many other Laboratory personnel. 

William R. Stratton was a member of the Technical Assessment 
Task Force of the President's Commission on the Accident at Three 
Mile Island (also known as the Kemeny Commission). In addition to 
his investigative and advisory duties, Stratton was principal author of 
"Technical Staff Analysis Report on Alternative Event Sequences," 
an assessment of the consequences of postulated variations of the 
accident. 

Five Laboratory scientists served as consultants to the Technical 
Assessment Task Force. One of these, Beverly Washburn, had been 
the licensing project manager for the Three Mile Island Unit 2 plant 
while on loan to the Nuclear Regulatory Commission from 1973 to 
1975. His familiarity with many of the details of the plant proved 
valuable. He was author of the staff reports "Radiation Releases and 
Venting of Tanks Friday Morning, March 30, 1979" and "The 
Evacuation Recommendations on Friday Morning, March 30, 
1979." He assisted in preparation and review of other staff reports 
and participated in some of the staff depositions. 

Three other consultants, John R. Ireland, Walter L. Kirchner, and 
Peter K. Mast, were authors of "Fuel Damage Estimates with the 
Transient Reactor Analysis Code (TRAC)." Robert D. Burns, also a 
consultant, and Kirchner were among the authors of "Consequences 
of a Hypothetical Fuel Melting Accident at TMI-2," "Potential for 
Damage to Reactor Vessel or Containment Due to Steam Explosions 
Associated with Fuel Melting Accidents," and "Penetration of the 
Concrete Basemat." Burns was among the authors of "Fission 
Products Within the Reactor Containment Building as a Conse- 
quence of the Hypothetical Fuel Melting Accident." (All these 
reports are included in "Technical Staff Analysis Report on Alter- 
native Event Sequences.") Burns was also sole author of "Technical 
Staff Analysis Report on WASH 1400-Reactor Safety Study," a 
review of the relationship between the accident probabilities and risk 
sstimates of that study and the Three Mile Island accident. 

At the request of the Commission, John R. Ireland, Peter K. Mast, 
Thomas R. Wehner, Paul B. Bleiweis, Walter L. Kirchner, and 
Michael G. Stevenson submitted TRAC analyses of Unit 2's response 
For the first 3 hours of the accident and estimates based on these 
analyses of core damage and hydrogen production. They also 

supplied TRAC analyses of Unit 2's response to postulated variations 
of the accident sequence. This information was used extensively by 
the Commission staff in preparation of "Technical Staff Analysis 
Report on Alternative Event Sequences" and by staff of the Nuclear 
Regulatory Commission Special Inquiry Group in preparation of a 
section of "Three Mile Island: A Report to the Commissioners and to 
the Public" (the Rogovin report). The information has also been 
published as "Preliminary Calculations Related to the Accident at 
Three Mile Island" [Los Alamos Scientific Laboratory report 
LA-8273-MS (March 1980)]. 

Donald G. Rose provided information to the Commission abou 
the response of the pressure vessel to a hydrogen explosion and of th 
containment building to a steam explosion; he also prepared the 
report "Pre- and Post-Accident Security Status at Three 
Island." 

Eddie R. Claiborne, Richard L. Cubitt, Roy A. Haarman, and 
John L. Rand supplied the Commission with the study entitled 
"Three Mile Island Sabotage Analyses." 

Talmadge R. England and William B. Wilson used the Labora- 
tory-developed computer program CINDER to furnish the Com- 
mission with information about Unit 2's post-accident decay power 
This information has been published as "TMI-2 Decay Power: LAS 
Fission-Product and Actinide Decay Power Calculations for th 
President's Commission on the Accident at Three Mile Island" [Lo 
Alamos Scientific Laboratory report LA-8041-MS, Revised (Marc 
1980)l. 

John W. Bolstad and Roy A. Haarman submitted TRAC analyse 
of postulated reactor transients quite similar to the Three Mile lsl 
accident. These analyses, which had been completed before 
accident as part of a sabotage study, provided the Commission wi 
a better understanding of some aspects of the accident. They 

Laboratory report LA-8361-MS (May 1980)l. 
Jay E. Boudreau was a Task Group Leader of the Three Mile 

Island Special Investigation carried out by the Subcommittee on 
Nuclear Regulation for the Committee on Environment and 
Works of the U. S. Senate. He was author of "Recovery at 
Mile Island" in "Nuclear Accident and Recovery at Three M 
Island," which reports the findings of the Special Investigation. 
addition, he was principal author of a study for the Subcommittee 
two industry-sponsored groups involved in reactor safety entitl 
"Review of the Nuclear Safety Analysis Center and the Institute fo 
Nuclear Power Operations." 
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James H. Scott was born in Norton, Virginia in 1942. He earned a Bachelor of Science in physics from Virginia 
Polytechnic Institute in 1964 and a Master of Science in nuclear engineering from the University of Virginia in 
197 1. He worked as an accident analyst for General Electric Company, Babcock & Wilcox, and the Hanford 
Engineering Development Laboratory before coming to Los Alamos in 1975. At the time the multiple-failure 
accident analysis work was initiated he was Leader of the Accident Analysis Group. He is currently a Program 
Manager in the Nuclear Programs Office. 

AUTHORS 

John R. Ireland, a native of Hereford, Texas, was born in 19 5 1. He earned his Bachelor of Science in 
mechanical engineering from New Mexico State University in 1974. He then went to work at the Nuclear 
Energy Division of General Electric Company in San Jose, California, where he specialized in safety analysis 
of boiling-water and liquid-metal fast breeder reactors. He joined the Laboratory after obtaining his Master of 
Science in mechanical engineering from the University of California at Berkeley in 1977. He is currently 
Project Leader for TRAC applications in the Safety Analysis Group. His expertise in the field of reactor safety 
was employed extensively by the Nuclear Regulatory Commission, by Senate subcommittees, and by the 
President's Commission during and immediately after the Three Mile Island accident. John's analysis of the 
situation is quite far-reaching: "The lessons we learned at TMI are many. First, nuclear facilities have large 
safety margins, even when mechanical problems and operator errors complicate operation; second, specialists 
like myself must work harder not only to anticipate and analyze accident situations but to communicate our 
findings; and third, we must reinforce our liaison between research organizations, the Nuclear Regulatory 
Commission, and public utilities." 

William R. Stratton earned his A. B. and Ph.D. in physics and mathematics at the University of Minnesota in 
1947 and 1952, respectively. He joined the Laboratory staff in 1952 and worked in theoretical weapons design. 
Later he became involved in theoretical studies of criticality safety and dynamic behavior of supercritical 
systems. Stratton has been involved in a wide spectrum of reactor safety studies and has been cited for 
outstanding contributions to the national power reactor program. He was a leader in the Laboratory's 17-year 
Rover Program and was involved in the design and analysis of the Kiwi-TNT experiment, which established an 
experimental baseline for theoretical prediction of reactor excursions. Stratton was the United States 
representative to the Cadarache Laboratory in France from 1965 to 1966 and served as a member of the 
Advisory Committee on Reactor Safeguards from 1966 to 1975. He was a member of the American team of 
experts that evaluated the hazards presented by the Russian spacecraft that crashed over Canada, and he was 
called to the technical team that advised the President's Commission on the Accident at Three Mile Island. He 
is the author of more than 50 publications, most in the area of reactors and reactor safety. 
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